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RESTORE DAMAGED MANHOLE LINING PER CURRENT SPL WwW-511, 511A, 511B.

SEE NOTE 3
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LINE

2. ABANDONED INVERTS WILL BE FILLED WITH NON—=SHRINK GROUT AND MATCH EXISTING SLOPE
FROM MANHOLE WALL TO REMAINING INVERTS.

5. PUSH APPROPRIATE SANDBAG OR APPROVED PLUG A MINIMUM OF 3 FEET INTO THE PIPE TO BE
ABANDONED BEFORE FILLING PIPE COMPLETELY WITH NON—=SRINK GROUT.

4. ALL REMAINING ACTIVE U INVERTS AND ALL GROUT SLOPING TO INVERTS WILL BE REGROUTED
WITH NON—SHRINK GROUT TO HAVE A SMOOTH FINISH AND BE REPAIRED IF DAMAGED.
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